


















Scenario: Future Average Day (Original)
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Scenario: Future Average Day (Modified System)
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Scenario: POC2 @ 3500 - AD
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Scenario: POC1-2 @ 3500 - AD
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Scenario: POC3 @ 3500 - AD
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Scenario: POC3-4 @ 3500 - AD
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Scenario: Future Peak Day (Original)

p:\...\original model\100109_(m) original fft.wcd
10/05/09  04:22:45 PM

Kennedy/Jenks Consultants
© Haestad Methods, Inc.    37 Brookside Road    Waterbury, CT 06708 USA    +1-203-755-1666

WaterCAD v6.5 [6.5120]
Page 1 of 1

9,999.99<=
1,499.99<=
1,399.99<=

Node : Availa ble Fire Flo w (gp m)
Color  C oding  L egend

9,999.0<=
12.0<=
10.0<=

8.0<=
6.0<=
4.0<=
2.0<=

Link: Diame ter (in)
Color  C oding  L egend

THE PRESIDIO TRUST - DOYLE DRIVE
WATER DISTRIBUTION SYSTEM MODELING

K/J 0968016

FIGURE 8



Scenario: Future Peak Day (Modified System)
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Scenario: POC2 @ 3500 - PD
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Scenario: POC1-2 @ 3500 - PD
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Scenario: POC3 @ 3500 - PD
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Scenario: POC3-4 @ 3500 - PD
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Scenario: Future Average Day (with Additional Modifications)
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Scenario: POC2 @ 3500 - AD (with Additional Modifications)
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Scenario: POC3 @ 3500 - AD (with Additional Modifications)
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Scenario: Future Peak Day (with Additional Modifications)
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Scenario: POC2 @ 3500 - PD (with Additional Modifications)
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Scenario: POC3 @ 3500 - PD (with Additional Modifications)
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Scenario: Future Average Day (Direct Line to POCs)
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Scenario: POC2 @ 3500 - AD (Direct Line to POCs)

p:\...\project1_090109.wcd
10/01/09  04:03:29 PM

Kennedy/Jenks Consultants
© Haestad Methods, Inc.    37 Brookside Road    Waterbury, CT 06708 USA    +1-203-755-1666

WaterCAD v6.5 [6.5120]
Page 1 of 1

POC 2

POC 3

9,999.99<=
1,499.99<=
1,399.99<=

Node : Available Fire  F lo w (g pm)
Color  C oding  L egen d

9,999.0<=
12.0<=
10.0<=

8.0<=
6.0<=
4.0<=
2.0<=

Link: Diam eter (in)
Color  C oding  L egen d

THE PRESIDIO TRUST - DOYLE DRIVE
WATER DISTRIBUTION SYSTEM MODELING

K/J 0968016

FIGURE 22



Scenario: POC3 @ 3500 - AD (Direct Line to POCs)
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Scenario: Future Peak Day Demand (Direct Line to POCs)
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Scenario: POC2 @ 3500 - PD (Direct Line to POCs)
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Scenario: POC3 @ 3500 - PD (Direct Line to POCs)
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Scenario: POC2 @ 3500 - AD (Line U/S of PRV to POCs)
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