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MNotes 1) Damper{s) must bein REMN for SCADA control. 3) Fan will not operate with damper{s}in “Closed" position.
4) I ocal VFED operation reqiuires damper({s)in "Opeatred” position.
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YWebster Exhauster Alameda

Webster Exhauster Oakland

Caldecott Exhst Bore 1&2W

Caldecott Exhst Bore 1&2E
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Configure Caldecott Fans
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Configure Posey Tube Fans

Configure YWebster Tube Fans

CHECKED

DESIGN ® 6.RUSSELL D.LE
DETAILS oY D.LE CHECKED S.LO

BY CHECKED
QUANTITIES

ORIGINAL SCALE IN INCHES
FOR REDUCED PLANS 0 1

PREPARED FOR THE
STATE OF CALIFORNIA| ELECTRICAL-MECHANICAL-WATER
DEPARTMENT OF TRANSPORTATION

DIVISION OF ENGINEERING SERVICES

AND
WASTEWATER DESIGN

CU 04220

2 3 EA 1A40604

JDL Design, LLC
91730

18582 Beach Blvd, Suite 229
Huntington Beach, CA 92647

BRIDGE No. f SCADA SYSTEM UPGRADE: POSEY/WEBSTER | sHeer
VARIES STREET TUBES AND CALDECOTT TUNNEL |EE4-28

POST MILE POSEY OAKLAND EXHAUSTER ROOM -10
VARIES WONDERWARE SCREEN

D ISREGARD PRINTS BEARING REVISION DATES (PRELIMINARY STAGE ONLY SHEET| OF

EARLIER REVISION DATES —— 89 95

EE4-28-10.dgn

M1

26-NOV-2008



